QUESTIONS 6-7

1. In the spec section 072200 - Roof Insulation, how thick is the insulation to be or the minmum R value
of the insualtion? Answer: The thickness is irrelevant so to speak, the R Value shall be a minimum of
34, the thickness can vary depending on brand density and material makeup.

2. Does our fire suppression contractor need to be licensed in Pennsylvania? Answer: Yes. Must be
licensed in the state of Pennsylvania.



